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MAX. MAXIMUM
MIN. MINIMUM
MTD. MOUNTED
MTL. METAL
NA NOT APPLICABLE
N.I.C. NOT IN CONTRACT
N.T.S. NOT TO SCALE
O.C. ON CENTER
O.D. OUTSIDE DIAMETER
O.H. OTHER HAND
OFD. OVERFLOW DRAIN
OPG. OPENING
OPP. OPPOSITE
PLAS. LAM. PLASTIC LAMINATE
PLYWD. PLYWOOD
PT. PAPER TOWEL
Q.T. QUARRY TILE
PREFIN. PREFINISH
REF. REFER
REV. REVERSE
REQ. REQUIRE
RD. ROOF DRAIN
R.I. ROUGH IN
R.I.C. ROUGH IN AND CONNECT
S.C. SEALED CONCRETE
SECT. SECTION
SHT. SHEET
SIM. SIMILAR
SPEC. SPECIFICATIONS
S.P. STANDPIPE
STL. STEEL
STRUCT. STRUCTURAL
SUSP. SUSPENDED
TEMP. TEMPERED
T.O. TOP OF
TYP. TYPICAL
U.L. UNDERWRITERS LABORATORIES
U.N.O. UNLESS NOTED OTHERWISE
WC. WATER CLOSET
WD. WOOD
W.R. WATER RESISTANT
W.P. WORKING POINT
W/ WITH
W.W.F. WELDED WIRE FABRIC

ARCHITECTURAL

SHEET NUMBER SHEET NAME

ATS TITLE SHEET

AC1 PROJECT CODE ANALYSIS

AC2 WALL ASSEMBLY TYPES

AC3 FLOOR & CEILING ASSEMBLY TYPES

AC4 LIFE SAFETY PLANS

AN1 ACCESSIBILITY GUIDELINES

AN2 ACCESSIBILITY GUIDELINES

AN3 ACCESSIBILITY GUIDELINES

A100 SITE PLAN

A201 LEVEL 1 FLOOR PLAN

A202 LEVEL 2 FLOOR PLAN

A203 LEVEL 3 FLOOR PLAN

A204 LEVEL 4 FLOOR PLAN

A205 LEVEL 5 FLOOR PLAN

A211 LEVEL 1 REFLECTED CEILING PLAN

A212 LEVELS 2-4 REFLECTED CEILING PLAN

A213 LEVEL 5 REFLECTED CEILING PLAN

A300 ROOF PLAN

A301 TERRACE ROOF PLAN

A400 EXTERIOR ELEVATIONS

A401 EXTERIOR ELEVATIONS

A500 BUILDING SECTIONS

A501 BUILDING SECTIONS

A600 WALL SECTIONS

A601 WALL SECTIONS

A602 WALL SECTIONS

A700 STAIR A PLANS & SECTIONS

A701 STAIR B PLANS & SECTIONS

A702 ELEVATOR PLANS & SECTIONS

A800 S - STUDIO - UNIT PLAN, RCP, & INT. ELEV.

A801 1A - 1 BED UNIT PLAN, RCP, & INT. ELEV.

A802 1B - 1 BED UNIT PLAN, RCP, & INT. ELEV.

A803 2A - 2 BED UNIT PLAN, RCP, & INT. ELEV.

A804 ENLARGED MOBILITY UNIT PLANS & INT.
ELEV.

A810 ENLARGED ENTRY & LOUNGE

A811 ENLARGED COMMUNITY ROOM & KITCHEN

A900 SCHEDULES

STRUCTURAL

SHEET NUMBER SHEET NAME

S000 STRUCTURAL NOTES

S001 STRUCTURAL NOTES

S002 STRUCTURAL NOTES

S003 STRUCTURAL OBSERVATIONS &
STATEMENT OF SPECIAL INSP

S100 ABBREVIATIONS & LEGEND

S101 LOADING KEYPLANS

S201 FOUNDATION PLAN

S202 LEVEL 2 SLAB PLAN

S202.1 LEVEL 2 REINFORCING PLAN

S202.2 LEVEL 2 BEARING & SHEARWALL PLAN

S203 LEVEL 3 FRAMING PLAN

S203.1 LEVEL 3 LATERAL PLAN

S204 LEVEL 4 FRAMING PLAN

S204.1 LEVEL 4 LATERAL PLAN

S205 LEVEL 5 FRAMING PLAN

MECHANICAL, PLUMBING, & ELECTRICAL

SHEET NUMBER SHEET NAME

MEP001 MEP COVER SHEET

MEP002 MEP THROUGH PENETRATION DETAILS

MEP101 MEP - SITE PLAN

MEP110 MEP - ROOF PLAN

MEP501 KITCHEN HOOD/MAU/EF DETAILS

MEP502 KITCHEN HOOD/MAU/EF DETAILS

MEP503 KITCHEN HOOD/MAU/EF DETAILS

MEP504 KITCHEN HOOD/MAU/EF DETAILS

MEP505 KITCHEN HOOD/MAU/EF DETAILS

MEP506 KITCHEN HOOD/MAU/EF DETAILS

MEP507 KITCHEN HOOD/MAU/EF DETAILS

MEP508 KITCHEN HOOD/MAU/EF DETAILS

MEP509 KITCHEN HOOD/MAU/EF DETAILS

M101 MECHANICAL - HVAC - LEVEL 1

M102 MECHANICAL - HVAC - LEVEL 2

M103 MECHANICAL - HVAC - LEVEL 3

M104 MECHANICAL - HVAC - LEVEL 4

M105 MECHANICAL - HVAC - LEVEL 5

M201 MECHANICAL - HVAC - UNIT PLANS

M301 MECHANICAL SCHEDULES

M401 MECHANICAL DETAILS

M402 MECHANICAL DETAILS

P101 PLUMBING - DOMESTIC WATER - LEVEL 1

P102 PLUMBING - DOMESTIC WATER - LEVEL 2

P103 PLUMBING - DOMESTIC WATER - LEVEL 3

P104 PLUMBING - DOMESTIC WATER - LEVEL 4

P105 PLUMBING - DOMESTIC WATER - LEVEL 5

P201 PLUMBING - UNIT PLANS

P301 PLUMBING - WASTE & VENT - LEVEL 1

P302 PLUMBING - WASTE & VENT - LEVEL 2

P303 PLUMBING - WASTE & VENT - LEVEL 3

P304 PLUMBING - WASTE & VENT - LEVEL 4

P305 PLUMBING - WASTE & VENT - LEVEL 5

P501 PLUMBING RISER DIAGRAMS

P601 PLUMBING SCHEDULES

DEFERRED SUBMITTALS
1. WOOD TRUSS ENGINEERED SHOP DRAWINGS
2. FIRE SUPPRESSION (SPRINKLERS & ALARM)
3. SOLAR PACKAGE PANEL

CIVIL PLANS
(UNDER SEPARATE COVER)

TRAVOIS ARCHITECTURE
310 W. 19TH TERRACE
KANSAS CITY, MO 64108
P: 816.994.8970
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APPLICABLE BUILDING CODES / REFERENCES / TESTING REQS.

2022 CALIFORNIA BUILDING CODE
2022 CALIFORNIA MECHANICAL CODE
2022 CALIFORNIA ELECTRICAL CODE
2022 CALIFORNIA PLUMBING CODE
2022 CALIFORNIA FIRE CODE
2022 CALIFORNIA ENERGY CODE
2022 CALIFORNIA GREEN BUILDING STANDARDS (CALGREEN)

2022 CALIFORNIA BUILDING CODE HOUSING ACCESSIBILITY (CHAPTER 11A)
& ACCESSIBILITY TO PUBLIC BUILDINGS & PUBLIC HOUSING (CHAPTER 11B)

SAFE HARBOR - HUD FAIR HOUSING ACCESSIBILITY GUIDELINES & SUPPLEMENTAL NOTICE

2025 CALIFORNIA TAX CREDIT ALLOCATION COMMITTEE (CTCAC) 
LOW INCOME HOUSING TAX CREDIT (LIHTC) PROGRAM QUALIFIED ALLOCATION PLAN (QAP)

COPYRIGHT NOTICE:
INFORMATION CONTAINED HEREIN IS PROPRIETARY IN 
NATURE AND MAY NOT BE REUSED OR COPIED WITHOUT 
EXPRESSED, WRITTEN CONSENT FROM TRAVOIS, INC.

COPYRIGHT © 2025 TRAVOIS, INC.

SOUTH ELEVATION

PROJECT TEAM
OWNER: CIVIL ENGINEER: ARCHITECT: STRUCTURAL ENGINEER: MECH., ELEC. & PLUMB. ENGINEER:

TRAVOIS ARCHITECTURE, PC

310 WEST 19TH TERRACE

KANSAS CITY, MO 64108 

P: 816.994.8970

F: 816.994.8974

TKJ STRUCTURAL ENGINEERING

9820 WILLOW CREEK ROAD 

SUITE 455

SAN DIEGO, CA 92131

P: 858.649.1704

F: 858.776.4873

PKMR ENGINEERS, INC.

13300 WEST 98TH STREET

LENEXA, KS 66215

P: 913.492.2400

F: 913.492.2437

SHEET INDEX

ABV. ABOVE
A.C. ARCHITECTURAL CONCRETE
ACCESS. ACCESSIBLE
ADA AMERICANS WITH DISABILITIES ACT
A.F.F. ABOVE FINISH FLOOR
ALT. ALTERNATE
BLKG. BLOCKING
BM. BEAM
BYND. BEYOND
BD. BOARD
B.O. BOTTOM OF
CBC CALIFORNIA BUILDING CODE (TITLE 24)
C.C. CENTER TO CENTER
CL CENTER LINE
CMU CONCRETE MASONRY UNIT
CONC. CONCRETE
DIM. DIMENSION
DP. DEEP
D.S. DOWNSPOUT
ELEV. ELEVATION
EQ. EQUAL
EXIST. EXISTING
F.D. FLOOR DRAIN
F.E. FIRE EXTINGUISHER
F.E.C. FIRE EXTINGUISHER CABINET
FIN. FINISH
FLUOR. FLUORESCENT
FLR. FLOOR
FNDN. FOUNDATION
F.R. FIRE-RESISTIVE OR FIRE-RATED
F.O.W. FACE OF WALL
F.S. FLOOR SINK
F.V. FIELD VERIFY
GA. GAUGE
GALV. GALVANIZED
GR. GROMMET
GYP. BD. GYPSUM BOARD
HT. HEIGHT
H.M. HOLLOW METAL
I.D. INSIDE DIAMETER
INT. INTERIOR
JT. JOINT
LAV. LAVATORY
MFR. MANUFACTURER

FIRE RESISTIVE REFERENCE

EACH BUILDING SHALL BE EQUIPPED THROUGHOUT WITH AN AUTOMATIC FIRE SPRINKLER 
SYSTEM DESIGNED AND INSTALLED AS PER THE REQUIREMENTS OF NFPA 13.

NOTE: ALL CBC SECTION REFERENCES PER THE 2022 TITLE 24 CALIFORNIA BUILDING CODE.

WIYOT TRIBE

DISHGAMU HUMBOLDT 

   COMMUNITY LAND TRUST

1000 WIYOT DR

LOLETA, CA 95551

P: 707.733.5055

SHN ENGINEERS & GEOLOGISTS, INC.

812 WEST WABASH AVE.

EUREKA, CA 95501

P: 707.441.8855

F: 707.441.8877

ENERGY CONSULTANT:

E3 CA, INC.

2701 COTTAGE WAY, SUITE 3

SACRAMENTO, CA 95825

P: 916.739.9750

LOCATION MAP

WIYOT TRIBE
EUREKA, CA

ABBREVIATIONS & SYMBOLS

PROJECT SUMMARY

CODE SUMMARY

NEW CONSTRUCTION OF TRIBAL ELDER BUILDING:
(52)  RESIDENTIAL APARTMENT UNITS
(1) COMMUNITY ROOM & COMMUNITY KITCHEN
(1) COMMUNITY GARDEN TERRACE
(20)  COVERED PARKING SPACES PROVIDED FOR ADJ. 

       CITY HALL USE

TYPE OF CONSTRUCTION: (1) STORY TYPE I-A
OCCUPANCY: R-2, A-3, B, S-1

TYPE OF CONSTRUCTION: (4) STORIES TYPE V-A
OCCUPANCY: R-2, A-3 (RESIDENT USE ONLY)

CALIFORNIA CLIMATE ZONE: ZONE 1

SPRINKLERED: YES, NFPA 13
FIRE ALARM SYSTEM: YES

PROJECT SUMMARY

STRUCTURAL

SHEET NUMBER SHEET NAME

S205.1 LEVEL 5 LATERAL PLAN

S206 ROOF FRAMING PLAN

S400 CONCRETE DETAILS

S401 CONCRETE SLAB DETAILS

S402 CONCRETE COLUMN DETAILS

S403 CONCRETE DETAILS

S404 ENLARGED CONCRETE SHEARWALL PLANS

S600 TYPICAL WOOD DETAILS

S601 TRUSS DETAILS

S602 WOOD DETAILS

S603 PLYWOOD SHEARWALL SCHEDULE

S-ATS-1 ANCHOR TIE-DOWN DETAILS

S-ATS-2 ANCHOR TIE-DOWN DETAILS

S-ATS-3 ANCHOR TIE-DOWN DETAILS

S-SA-1 SHALLOW ANCHOR SOLUTIONS

S-HFXPIC 1B HARDY FRAME HFX PICTURE FRAME
INSTALLATION DETAILS

S-HFXPIC 2B HARDY FRAME HFX PICTURE FRAME
INSTALLATION DETAILS

MECHANICAL, PLUMBING, & ELECTRICAL

SHEET NUMBER SHEET NAME

P701 PLUMBING DETAILS

E101 ELECTRICAL - LIGHTING - LEVEL 1

E102 ELECTRICAL - LIGHTING - LEVEL 2

E103 ELECTRICAL - LIGHTING - LEVEL 3

E104 ELECTRICAL - LIGHTING - LEVEL 4

E105 ELECTRICAL - LIGHTING - LEVEL 5

E201 ELECTRICAL - LIGHTING - UNIT PLANS

E301 ELECTRICAL - POWER - LEVEL 1

E302 ELECTRICAL - POWER - LEVEL 2

E303 ELECTRICAL - POWER - LEVEL 3

E304 ELECTRICAL - POWER - LEVEL 4

E305 ELECTRICAL - POWER - LEVEL 5

E401 ELECTRICAL - POWER - UNIT PLANS

E501 ELECTRICAL RISER DIAGRAM

E601 ELECTRICAL PANELBOARD SCHEDULES

E602 ELECTRICAL PANELBOARD SCHEDULES

E610 ELECTRICAL SCHEDULES

E701 ELECTRICAL DETAILS

25% SET 03/19/2025

50% SET 05/23/2025

75% SET 07/18/2025

RENDERINGS ARE FOR REFERENCE ONLY AND NOT INTENDED FOR CONSTRUCTION

(CONT.)

APN: 001-192-004



FIBER CEMENT 
HORIZONTAL LAP SIDING

STANDING SEAM 
METAL ROOF

FIBER CEMENT 
VERTICAL SIDING

MATERIAL LEGEND

FIELDSTONE STONE 
VENEER

STUCCO

EXPOSED CONCRETE 
WALLS / COLUMNS

FIBER CEMENT 
VERTICAL SIDING - WIDE

LEVEL 2
13' - 0"

LEVEL 3
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LEVEL 4
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LEVEL 5
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ROOF
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7.13

TYP.

4.03 4.03

4.03

3.04

3.057.17 7.173.06

7.17

7.17

7.17

TYP.

7.17

5.04
5.04

7.13

TYP.

FUTURE MURAL 
AREA

LEVEL 2
13' - 0"

LEVEL 3
23' - 4 1/2"

LEVEL 4
33' - 9"

LEVEL 5
44' - 1 1/2"

ROOF
54' - 6"

21 281216
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66' - 1"

5

A601

1

A602

B

B

B

B A

A

A

A B

B

B

B

A

A

A

A

D

D

D

D

B

B

B

B

A

A

A

A

7.05 TYP.

7.21 TYP.

TYP.

TYP.

8.03

5.06

3.01 TYP.

7.06

TYP.

7.06

TYP.

7.13 TYP.

4.03

TYP.

5.04

7.06

TYP.
7.13 TYP.

7.06
TYP.

7.17 TYP.
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A500

TRAVOIS ARCHITECTURE
310 W. 19TH TERRACE
KANSAS CITY, MO 64108
P: 816.994.8970
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GENERAL NOTES 
A. REFER TO CIVIL FOR BUILDING LOCATIONS, SITE GRADING & ADDITIONAL INFORMATION.
B. PROVIDE DRAINAGE AWAY FROM EXT. DOORS AT ALL EXT. PATIOS. COORDINATE MIN. 

CLADDING CLEARANCE FROM GRADE & PAVING PER MFR. REQ.
C. SEE MEP FOR FIXTURE TYPES & SCHEDULES. ALL EXHAUST DUCTED TO EXT.
D. SEE MEP FOR HARDWIRED SMOKE & CARBON MONOXIDE DETECTORS.
E. SEE "ATS" FOR LEGEND & MATERIALS NOT SHOWN.
F. SEE "AN" SHEETS FOR ACCESSIBLE GUIDELINES- PLAN & INT. ELEVS. PREVAIL OVER 

GUIDELINES.
G. WRITTEN DIMENSIONS TO PREVAIL OVER SCALING OF DRAWINGS.
H. ALL WALL DIMENSIONS TO FACE OF STUD OR CENTER OR ROUGH OPENING, U.N.O. SEE 

"ATS" LEGEND FOR CLARIFICATION.
I. SEE ASSEMBLY TYPES FOR TYP. WALL TYPES & REQ. FIRE RATED LOC.
J. SEE STRUCTURAL FOR WALL & ROOFING FRAMING & TYPES NOT SPECIFICALLY REF.
K. FOUNDATIONS TO BE C.I.P., SEE STRUCTURAL FOR ADDITIONAL INFORMATION.
L. WINDOWS & DOORS PER SCHEDULES & SPEC. FINAL R.O. PER DOOR/WDW MFR. INT. & 

EXT. TRIM PER DTLS. & SPECS.
M. ALL INT. DOORS NOT DIMENSIONED SHALL BE 3 1/2" FROM NEAREST STUD WALL, U.N.O.
N. PROVIDE BLOCKING FOR ALL WALL MOUNTED DEVICES: SUCH AS, BUT NOT LIMITED TO: 

CABINETS, SHELVES, HARDWARE, HANDRAILS, TV MOUNTING ZONE, TOILET 
ACCESSORIES & ALL GRAB BARS. PROVIDE BLOCKING IN ALL BATHROOMS FOR FUTURE 
GRAB BAR INSTALLATION  AT TOILET & BATHING FACILITIES.

O. AT WALL & CEILING SURFACES IN WET LOCATIONS INSTALL WATER RESISTANT GYP. BD., 
INCLUDING BATHS, LAUNDRY, SINKS, RANGE TOP & WATER HEATER, JANITORIAL, 
DRINKING FOUNTAINS, ETC. RATED WALL MUST BE CONT. BEHIND ALL FINISHES & 
SURROUNDS.

P. INT. FINISHES PER SCHEDULE & SPEC. FINISH TEXTURE PRIOR TO PAINT.
Q. FLOOR FINISH TRANSITION LOCATED IN PLANS.
R. MIN. INSULATION REQUIREMENTS PER CA CLIMATE ZONE 1, T24 COMPLIANCE SUMMARY 

& SPECIFICATIONS IN PROJECT MANUAL.
S. ANY FURNITURE SHOWN IS FOR SPATIAL REPRESENTATION ONLY.
T. SEE PROJECT MANUAL FOR ADDITIONAL SPECIFICATIONS.

1/8" = 1'-0"
1

SOUTH ELEVATION

1/8" = 1'-0"
2

EAST ELEVATION

KEYNOTES

3.01 CONCRETE COLUMN, REF STRUCTURAL

3.04 CONCRETE PLANTER WALL, REF STRUCTURAL.

3.05 CONCRETE ARCH, SITE CAST, REF STRUCTURAL.

3.06 CONCRETE WALL, SITE CAST, REF STRUCTURAL.

4.03 ADHERED STONE VENEER SYSTEM PER SPECIFICATIONS

5.04 MANUFACTURED METAL AWNING WITH FLAT SOFFIT DECKING

5.06 ALUMINUM SCREEN.

7.05 STANDING SEAM METAL ROOFING PER SPECIFICATIONS

7.06 FIBER CEMENT SIDING PER SPECIFICATIONS

7.07 FIBER CEMENT SOFFIT PANEL PER SPECIFICATIONS

7.13 FASCIA, PAINTED PER ELEVATIONS.

7.17 STUCCO, PER SPECIFICATIONS.

7.21 GUTTER AND DOWNSPOUT PER SPECS

8.03 ALUMINUM STOREFRONT GLAZING SYSTEM

8.04 FULL-LITE ALUMINUM SWING DOOR

10.10 18" TALL REVERSE PAN CHANNEL HALO ILLUMINATED LED NUMBERS

25% SET 03/19/2025

50% SET 05/23/2025

75% SET 07/18/2025

APN: 001-192-004



LEVEL 2
13' - 0"

LEVEL 3
23' - 4 1/2"

LEVEL 4
33' - 9"

LEVEL 5
44' - 1 1/2"

ROOF
54' - 6"

AGH CEK
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A500

LEVEL 1
0' - 0"

A.1B.8F.7J.2L.5P A.5

T.O. ROOF
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B A
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3.01

7.17

8.02

7.13

7.06

7.15

7.06

7.13 7.05

TYP. TYP. TYP.

TYP.

TYP.

TYP.

TYP.

TYP.

TYP.

TYP.

5.06

TYP.

3

A601

LEVEL 2
13' - 0"

LEVEL 3
23' - 4 1/2"

LEVEL 4
33' - 9"

LEVEL 5
44' - 1 1/2"

ROOF
54' - 6"

2192 3 12 16
2

A501

LEVEL 1
0' - 0"

1

A501

1 207 1413 185

T.O. ROOF
66' - 1"

1

A601

A

A

A

A

C

C

C D

D

D

C D

A

A

A

A

7.06

8.02

5.03

TYP.

TYP.

TYP.

7.17

7.06

3.06

TYP.

7.13

7.15

7.05

TYP.

TYP.

TYP.

7.13

TYP.

7.17

TYP.

7.17 7.07

7.17

7.17

5.04

7.06

TYP.

8.03

8.04

8.03

3.04

4.03

5.10

3

A500

7.06

5.12

TYP.

FIBER CEMENT 
HORIZONTAL LAP SIDING

STANDING SEAM 
METAL ROOF

FIBER CEMENT 
VERTICAL SIDING

MATERIAL LEGEND

FIELDSTONE STONE 
VENEER

STUCCO

EXPOSED CONCRETE 
WALLS / COLUMNS

FIBER CEMENT 
VERTICAL SIDING - WIDE

1/8" = 1'-0"
2

WEST ELEVATION

1/8" = 1'-0"
1

NORTH ELEVATION

TRAVOIS ARCHITECTURE
310 W. 19TH TERRACE
KANSAS CITY, MO 64108
P: 816.994.8970
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GENERAL NOTES 
A. REFER TO CIVIL FOR BUILDING LOCATIONS, SITE GRADING & ADDITIONAL INFORMATION.
B. PROVIDE DRAINAGE AWAY FROM EXT. DOORS AT ALL EXT. PATIOS. COORDINATE MIN. 

CLADDING CLEARANCE FROM GRADE & PAVING PER MFR. REQ.
C. SEE MEP FOR FIXTURE TYPES & SCHEDULES. ALL EXHAUST DUCTED TO EXT.
D. SEE MEP FOR HARDWIRED SMOKE & CARBON MONOXIDE DETECTORS.
E. SEE "ATS" FOR LEGEND & MATERIALS NOT SHOWN.
F. SEE "AN" SHEETS FOR ACCESSIBLE GUIDELINES- PLAN & INT. ELEVS. PREVAIL OVER 

GUIDELINES.
G. WRITTEN DIMENSIONS TO PREVAIL OVER SCALING OF DRAWINGS.
H. ALL WALL DIMENSIONS TO FACE OF STUD OR CENTER OR ROUGH OPENING, U.N.O. SEE 

"ATS" LEGEND FOR CLARIFICATION.
I. SEE ASSEMBLY TYPES FOR TYP. WALL TYPES & REQ. FIRE RATED LOC.
J. SEE STRUCTURAL FOR WALL & ROOFING FRAMING & TYPES NOT SPECIFICALLY REF.
K. FOUNDATIONS TO BE C.I.P., SEE STRUCTURAL FOR ADDITIONAL INFORMATION.
L. WINDOWS & DOORS PER SCHEDULES & SPEC. FINAL R.O. PER DOOR/WDW MFR. INT. & 

EXT. TRIM PER DTLS. & SPECS.
M. ALL INT. DOORS NOT DIMENSIONED SHALL BE 3 1/2" FROM NEAREST STUD WALL, U.N.O.
N. PROVIDE BLOCKING FOR ALL WALL MOUNTED DEVICES: SUCH AS, BUT NOT LIMITED TO: 

CABINETS, SHELVES, HARDWARE, HANDRAILS, TV MOUNTING ZONE, TOILET 
ACCESSORIES & ALL GRAB BARS. PROVIDE BLOCKING IN ALL BATHROOMS FOR FUTURE 
GRAB BAR INSTALLATION  AT TOILET & BATHING FACILITIES.

O. AT WALL & CEILING SURFACES IN WET LOCATIONS INSTALL WATER RESISTANT GYP. BD., 
INCLUDING BATHS, LAUNDRY, SINKS, RANGE TOP & WATER HEATER, JANITORIAL, 
DRINKING FOUNTAINS, ETC. RATED WALL MUST BE CONT. BEHIND ALL FINISHES & 
SURROUNDS.

P. INT. FINISHES PER SCHEDULE & SPEC. FINISH TEXTURE PRIOR TO PAINT.
Q. FLOOR FINISH TRANSITION LOCATED IN PLANS.
R. MIN. INSULATION REQUIREMENTS PER CA CLIMATE ZONE 1, T24 COMPLIANCE SUMMARY 

& SPECIFICATIONS IN PROJECT MANUAL.
S. ANY FURNITURE SHOWN IS FOR SPATIAL REPRESENTATION ONLY.
T. SEE PROJECT MANUAL FOR ADDITIONAL SPECIFICATIONS.

KEYNOTES

3.01 CONCRETE COLUMN, REF STRUCTURAL

3.04 CONCRETE PLANTER WALL, REF STRUCTURAL.

3.06 CONCRETE WALL, SITE CAST, REF STRUCTURAL.

4.03 ADHERED STONE VENEER SYSTEM PER SPECIFICATIONS

5.03 STEEL TUBE RAILING SYSTEM WITH STEEL CABLE RAILS

5.04 MANUFACTURED METAL AWNING WITH FLAT SOFFIT DECKING

5.06 ALUMINUM SCREEN.

5.10 PAINTED METAL FENCING, PER SPECIFICATIONS.

5.12 BRAKE METAL PAINTED TO MATCH STOREFRONT FRAMING

7.05 STANDING SEAM METAL ROOFING PER SPECIFICATIONS

7.06 FIBER CEMENT SIDING PER SPECIFICATIONS

7.07 FIBER CEMENT SOFFIT PANEL PER SPECIFICATIONS

7.13 FASCIA, PAINTED PER ELEVATIONS.

7.15 4"x4" SHEET METAL GUTTER WITH 2" DIAMETER DOWNSPOUT. PROVIDE
SPLASH BLOCK ON ROOF BENEATH DOWNSPOUT

7.17 STUCCO, PER SPECIFICATIONS.

8.02 SLIDING WINDOW PER SPECIFICATIONS

8.03 ALUMINUM STOREFRONT GLAZING SYSTEM

8.04 FULL-LITE ALUMINUM SWING DOOR

50% SET 05/23/2025

75% SET 07/18/2025

APN: 001-192-004
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TYP.

METAL STUD WALL, SIZE PER PLANS

WALL LEGEND

WOOD STUD WALL, SIZE PER PLANS

CAST-IN-PLACE CONCRETE WALL / COLUMN
REF STRUCTURAL FOR SIZING

1-HR FIRE-RESISTIVE PARTITION, REF 
ASSEMBLY TYPE SHEET

2-HR FIRE-RESISTIVE PARTITION, REF 
ASSEMBLY TYPE SHEET

TRAVOIS ARCHITECTURE
310 W. 19TH TERRACE
KANSAS CITY, MO 64108
P: 816.994.8970
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GENERAL NOTES 
A. REFER TO CIVIL FOR BUILDING LOCATIONS, SITE GRADING & ADDITIONAL INFORMATION.
B. PROVIDE DRAINAGE AWAY FROM EXT. DOORS AT ALL EXT. PATIOS. COORDINATE MIN. 

CLADDING CLEARANCE FROM GRADE & PAVING PER MFR. REQ.
C. SEE MEP FOR FIXTURE TYPES & SCHEDULES. ALL EXHAUST DUCTED TO EXT.
D. SEE MEP FOR HARDWIRED SMOKE & CARBON MONOXIDE DETECTORS.
E. SEE "ATS" FOR LEGEND & MATERIALS NOT SHOWN.
F. SEE "AN" SHEETS FOR ACCESSIBLE GUIDELINES- PLAN & INT. ELEVS. PREVAIL OVER 

GUIDELINES.
G. WRITTEN DIMENSIONS TO PREVAIL OVER SCALING OF DRAWINGS.
H. ALL WALL DIMENSIONS TO FACE OF STUD OR CENTER OR ROUGH OPENING, U.N.O. SEE 

"ATS" LEGEND FOR CLARIFICATION.
I. SEE ASSEMBLY TYPES FOR TYP. WALL TYPES & REQ. FIRE RATED LOC.
J. SEE STRUCTURAL FOR WALL & ROOFING FRAMING & TYPES NOT SPECIFICALLY REF.
K. FOUNDATIONS TO BE C.I.P., SEE STRUCTURAL FOR ADDITIONAL INFORMATION.
L. WINDOWS & DOORS PER SCHEDULES & SPEC. FINAL R.O. PER DOOR/WDW MFR. INT. & 

EXT. TRIM PER DTLS. & SPECS.
M. ALL INT. DOORS NOT DIMENSIONED SHALL BE 3 1/2" FROM NEAREST STUD WALL, U.N.O.
N. PROVIDE BLOCKING FOR ALL WALL MOUNTED DEVICES: SUCH AS, BUT NOT LIMITED TO: 

CABINETS, SHELVES, HARDWARE, HANDRAILS, TV MOUNTING ZONE, TOILET 
ACCESSORIES & ALL GRAB BARS. PROVIDE BLOCKING IN ALL BATHROOMS FOR FUTURE 
GRAB BAR INSTALLATION  AT TOILET & BATHING FACILITIES.

O. AT WALL & CEILING SURFACES IN WET LOCATIONS INSTALL WATER RESISTANT GYP. BD., 
INCLUDING BATHS, LAUNDRY, SINKS, RANGE TOP & WATER HEATER, JANITORIAL, 
DRINKING FOUNTAINS, ETC. RATED WALL MUST BE CONT. BEHIND ALL FINISHES & 
SURROUNDS.

P. INT. FINISHES PER SCHEDULE & SPEC. FINISH TEXTURE PRIOR TO PAINT.
Q. FLOOR FINISH TRANSITION LOCATED IN PLANS.
R. MIN. INSULATION REQUIREMENTS PER CA CLIMATE ZONE 1, T24 COMPLIANCE SUMMARY 

& SPECIFICATIONS IN PROJECT MANUAL.
S. ANY FURNITURE SHOWN IS FOR SPATIAL REPRESENTATION ONLY.
T. SEE PROJECT MANUAL FOR ADDITIONAL SPECIFICATIONS.

KEYNOTES

1/8" = 1'-0"
1

FLOOR PLAN - LEVEL 3

25% SET 03/19/2025

50% SET 05/23/2025

75% SET 07/18/2025

APN: 001-192-004




